
Jeffrey C Reynolds

Hertz Investment Group, Indianapolis

111 MONUMENT CIRCLE

SUITE 222

INDIANAPOLIS IN 46204

Owner / Applicant Information

Edwin L Rensink

RTM Consultants Inc

6640 Parkdale Place

Suite J

Indianapolis IN

Submitter Information

Phone

Email

3172360048

JREYNOLDS@HERTZGROUP.COM

Phone

Email

3173297700

rensink@rtmconsultants.com

Project Information

Salesforce Tower

111 Monument Circle

T311

Indianapolis IN 46204

County MARION

Project Type New Addition Alteration Existing Change of OccupancyY

Project Status U F=Filed U or Null=Unfiled

IDHS Issued Correction order? No Has Violation been Issued? No

Violation Issued by: NA

Phone:
Local Fire Official 

3173275544 Email: margie.bovard@indy.gov

Local Building Official
Phone: 3173275544 Email: planreview.class1@indy.gov



Variance Details

12-4-9 Maintenance of Existing Buildings and Structures

Rule 4, Section 9(a), GAR

Code Name:

Existing fire-rated elevator lobby vestibule doors on floors 2-22 and 29-48 will not be 
maintained as part of current and future tenant projects. Elevator lobby vestibules were 
required per the 1985 Indiana Building, applicable to the original construction of the building 
in 1988. 



The 48-story building is Type IA Construction.

Conditions:

1=Non-compliance with the rule will not be adverse to the public health, safety or w

2= Applicant will undertake alternative actions in lieu of compliance with the rule to 
ensure that granting of the variance will not be adverse to public health, safety, or 
welfare.  Explain why alternative actions would be adequate (be specific).

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of physical limitations of the construction site or its utility services.

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of major operational problems in the use of the building or structure.

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of excessive costs of additional or altered construction elements.

Imposition of the rule would prevent the preservation of an 
architecturally or a historically significant part of the building or structure

1. Variance A97-6-1 was approved in 1997 for this building to permit fire-rated elevator 
lobby vestibules on floors 23-28 to not be maintained in the course of renovation projects 
occurring on those floors.

2. An identical variance was granted building-wide for the existing BMO Plaza 28-story high 
rise in October, 2016 - Variance 16-10-11.  Other variances have been granted for this issue
on several high rise buildings in Indiana

within the last several years, including 14-03-15f, 14-03-17b, 14-06-25b, 14-1-48, 12-10-
22i, 12-03-29a, 10-07-21a, and 15-01-8(c).

3. The building is protected throughout with an automatic sprinkler system per NFPA 13. 

Automatic sprinklers have proven effective to control the effects of a fire to the room of 

origin, significantly limit fire size, and prevent smoke migration from floor to floor. 

3. A NIST-contracted study of elevator lobbies in tall buildings concluded in part that 

"enclosed elevator lobbies are not necessary in buildings with operational sprinkler systems".

Facts:

Elimination of the rated elevator lobby doors will increase the functionality and efficiency of 
future tenant space build-outs.

Facts:

1

Y

DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE:

DEMONSTRATION THAT PUBLIC HEALTH, SAFETY, AND WELFARE ARE PROTECTED:


